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Basic Commands to send to GA09

The GA09 must respond:@#ARM0000011 OK
@#ARM0000011
To Enable InPut n.7 and 8 send:

The GA09 must respond:@#ARM0000000 OK
@#ARM0000000
To Disable all InPut send:

Disable and Enable InPut 7 and 8

Query commands
For receive the STATUS of GA09 send:

For a complete commands list see:
https://www.emcu-homeautomation.org/MIEI/GA09%20-%20GSM%20Alarm%20Device/GA09-Manual.pdf

Spiegazione in Italiano su come programmare il GA09 vedere qui:
https://www.emcu-homeautomation.org/MIEI/GA09%20-%20GSM%20Alarm%20Device/Combinatore%20Telefonico%20GA09.pdf

@#STATUS?
The GA09 must respond

SMS and DIAL are the numbers of phones
IN show that all InPut are at 1 (no allarm)
ARM show that all InPut are OFF

Report Status
Disable report status send:
%#T0
T IS 00

Enable report status send:
%#T0720
The GA09 send you a Report Status every 720 minutes

All InPut are disable
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